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SHORE TANK 30001 Sample Submitted By : IAC Portland
Product : #6 Fue! Oi Analysis Performed By . 1AC Portland
Client Reference : Date Sampled ; 28-Aug-2009
Terminal / Port/ Office :  SPRAGUE RIVER ROAD Date Reported : 30-Aug-2009

Jab ID : 0020-0001918 Submission 1D : 2009-020-00751
Sample Details :
Comments ;
Sampie Number 2009-020-00751-004
Method Test Result Specification
ASTM D287 AP1 Gravity, ® API-UM.L Calc Avg 1.8
ASTM D1250Q Density at 15°C 0.9862
ASTM D4294 Sulfur Content, mass %-U,M L Calc Avg 0.999
ASTM D445 Kinematic Viscosity, cSt-U,M,L Calc Avg 308.0
ASTM D2161 Test Temperature, ° F 122
Sayboit Furol Seconds, sec 145.5 2
ASTM Dg5 Water, % (viv) 0.00 iy N B
ASTM D473 Sediment Content, mass % / vol % 0/0 R L;u;
ASTM D1798 Water and Sediment, % (viv) 0.000 we o g &
ASTM D93 Proc. B Manual / Automatec Automatic ds :E & i’i = "i—} i
Flash Point, * C/°F 116.5/ 242 PHo8uens
ASTM D482 Ash Content, mass % 0.0664 FEfEgders
IP 470 Aluminum, ppm (mg/kg) 100 ; E =3 oy & = ;}% %: g
Silican, ppm (mg/kg) 119 :3 @ & E = 3
Sodium, ppm (mg/kg) 26 O é Gy o o ;;f
Vanadium, ppm {mg/kg) 45 EEE & e
ASTM D5762 Nitrogen, % Wt 0.3934 SwWEEnE 20
ASTM D240 Gross Heat of Combustion, BTU/tb 18357 L 5 % &2 Lo .
Unit Conversion, BTUjgal 150858 o0 HEDE
ASTM D4530 Carbon Residue, % (m/m) 8.0 HOOEEnWI
ASTM D97 Pour Point, ° C/° F 12/ 54 GEoliaz28
ASTM D6560 Asphaltenes, % {m/m) 26 s 6 B %
ASTM D287 AP Gravity, * AP! Exges = = =
Upper 1.9 AR = =
: e L2 o i
Middie 11.9 52 b A &=
Lower 11.9 7 A = g
ASTM D4294 Suifur Content, mass % CAEESRE
Upper 0.999 2%
Middle 0.609
Lower 0.588
ASTM D445 Kinematic Viscosity, ¢St
Upper 304.9
Middle 310.3
Lower 3C8.9

/

For Inspectorate: Signature On File
Richard Kennedy

33 Rigby Read, South Portland, Maine 64106 Ph: 207-767-1711 Fax; 207-767-5309



